DSC Power632 Security System         
1. Install Keypads 

2. Install Siren - must be connected before testing ( it is supervised )

3. Install zones:

    Zones can be connected with End of Line ( EOL)Resistors or without resistors.

    Install wireless  equipment   ( write down Serial numbers )            

4. Install AC transformer ( do not plug it into outlet ) 

5. Connect Battery

6. Plug-in the wall transformer into the outlet   (short siren sound is heard)

7. Set time       * ,  6 , User Code (default 1234) ,  1 ,  HH MM    MM DD YY

8. Disable Telephone Line Monitor     *, 8 , Master Code (default 5555), 015 ,  1  

                                                               (toggle 1 to remove  1 from display) , # , #
9. Change Zone Type if you don’t use EOL resistors in closed zones ( default is EOL used)

      *, 8 , Master Code (default 5555), 013 , 1 (toggle 1  to remove 1 from display) , # , #

10. Check  Trouble Monitor :   * , 2 ,      Monitor shows troubles status.

